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INSET A-A
SCALE: 1"=5'

EX. 8" GATE VALVE
AND BOX (END
COA SERVICE)

2" 90° BEND

1" IRRIGATION METER
(END CITY OF ALACHUA
MAINTENANCE)

1" RPZ
BACKFLOW
PREVENTER

2" PE WATER SERVICE
(MIN. 36" COVER)

1" PE IRRIGATION
(REFER TO IRRIGATION
PLAN FOR DETAILS)

1" WATER METER
(END CITY OF ALACHUA

MAINTENANCE)

2"X2" TEE

8"X2" SERVICE SADDLE
PER DETAIL 130 ON C2.31

2"X1" REDUCER

2" GATE VALVE AND BOX

2" PVC WATER SERVICE

2" PE WATER SERVICE
(MIN. 36" COVER)

8" FIRE LINE (DESIGNED AND
PERMITTED BY OTHERS)

REFER TO PLUMBING
PLANS FOR

CONTINUATION

8" DDC BACKFLOW PREVENTER

8" FIRE LINE (DESIGNED AND
PERMITTED BY OTHERS)

SS C/O W/ (H-20)
TRAFFIC RATED COVER
TOP=75.28
INV=72.21

CORE DRILL MANHOLE FOR INSTALLATION OF
WASTEWATER PIPE. INSTALL PIPE WITH
KOR-N-SEAL OR EQUAL BOOT. GROUT ANNULAR
SPACE WITH NON-SHRINK GROUT. INV=68.91'

SS C/O W/ (H-20) TRAFFIC RATED COVER
TOP=76.00
INV=69.06
(END OF CITY OF ALACHUA MAINTENANCE)

75'-4" PVC @
1.0%

SS C/O W/ (H-20)
TRAFFIC RATED COVER
TOP=75.96
INV=69.81

75'-4" PVC
@ 2.0%

SS C/O W/ (H-20)
TRAFFIC RATED COVER
TOP=75.28
INV=71.31

75'-4" PVC
@ 2.0%

REFER TO PLUMBING
PLANS FOR
CONTINUATION

REFER TO INSET A-A

DEFLECT FIRE AND
WATER UNDER STORM

MIN. 12" CLEAR

EX. FIRE HYDRANT

EX
. 
FI

R
E 

H
Y
D

R
A

N
T
 ~

3
0
0
LF

FR
O

M
 B

U
IL

D
IN

G
 C

O
R
N

ER

8"X6" SERVICE
SADDLE AND GATE

VALVE AND BOX

FIRE HYDRANT PER
DETAIL 100 ON C2.32

FDC

REFER TO P3 FOR
TRANSFORMER DETAILS

10

5'

PROPOSED PUE

2" PVC TO PE COUPLING

15'-4" PVC
@ 1.0%

PROPOSED
PUE

2" GAS SERVICE
(BY OTHERS)

2" GAS SERVICE
(BY GRU)

4" GAS CASING
UNDER
PAVEMNET
(OFI)
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1 TREE PLANTING DETAIL

2 SHRUB PLANTING DETAIL

3 MULCH DETAIL 4 SHRUB PLANTING DETAIL
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WILLIAM T. STORMANT,  P.E.  

stormantwt@cox.net

SEAL
ELECTRICAL ENGINEER
5304 NW 173 Street, Alachua, FL 32615

(352) 665-1426
P.E. No.: 44156

LIGHTING PLAN PREPARED BY WILLIAM T. STORMANT, P.E.

ELECTRICAL UTILITIES LEGEND

SMALL BURIED WIRE ENCLOSURE,  APPROXIMATELY10" DIA. X 19" DEEP. (TYPICALLY

EXISTING PRIMARY SECTIONALIZING CABINET 

FOR STREETLIGHTING FEEDS - INCLUDED BUT NOT SHOWN ON ALL LIGHTS)10"

3-1/0 P

#8

VOLTAGE LOOP - WILL BE SOURCE FOR OUT PARCELS.

SEE LIGHTING DETAIL SHEET FOR LIGHTING LEGEND FOR LUMINAIRE DESCRIPTION AND SPECS.

3-1/0 AL UTILITY PRIMARY CABLE IN 4" PVC AT 48" MIN. COVER

2 #8 AND #8 CU EGC SECONDARY CONDUCTORS IN 1.25"AT 36" MIN. OR
AS CODE ALLOWS FOR PRIVATE LIGHTING

3 ɸ TRANSFORMER ON CONCRETE PAD

SC

3-500 S 4-500KMCIL COPPER IN 4" PVC CONDUIT SECONDARY SERVICE AT 36"
MIN. COVER - VERIFY SIZE WITH ARCHITECTURAL PLANS
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NOTE:
    Install 3' behind Sidewalk and
    3' behind paving.

Sidewalk Elevation
(See Note Below)
Bury pole to get 30'
 mounting height.

20' TENON MOUNT,
CONCRETE POLE
(CONTRACTOR TO SIZE TO
MEET WIND LOADING
REQUIREMENTS IN
FL BUILDING CODES)

LED LUMINAIRE
FULL CUTT OFF - 15' MOUNTING
HEIGHT, MAX . FIXTURE SHALL
BE INSTALLED LEVEL.

LIGHT DETAIL
NOT TO SCALE

Schedule

Symbol Label Quantity Manufacturer Catalog Number Description Number 
Lamps

Lumens 
Per Lamp

Light Loss 
Factor Wattage Distribution Notes

A
1 SIGNIFY   GARDCO ECF-S-32L-530-NW-G2-3-UNV EcoForm Area LED ECF - Small, 32 LED's, 

4000K CCT, TYPE 3 OPTIC, No Shield
1  6715 1.0   55.7 15' Mounting Height, 20' 

Concrete Pole, Tenon Mounted.

B
4 SIGNIFY    GARDCO ECF-S-32L-530-NW-G2-4

-UNV
EcoForm Area LED ECF - Small, 32 LED's, 
4000K CCT, TYPE 4
No Shield

1 7025 1.0  55.7 15' Mounting Height, 20' 
Concrete Pole, Tenon Mounted.

C
4 SIGNIFY   GARDCO 101L-16L-700-NW-G1-3

-UNV
Gardco LED Wall Pack - Small, 16 LED's, 
4000K CCT, TYPE 3 OPTIC

1 1.0

D
3 PHILIPS GARDCO 101L-16L-530-NW-G1-4

-UNV
1 2747 1.0 28.0 12' Mounting Height, See 

Architectural Plans for circuiting 
and mounting details.

3

4

3

4

TYPE A, B TYPE C,D,E

E
4 PHILIPS GARDCO 101L-16L-530-NW-G1-3

-UNV
1 2687 1.0 27.8 12' Mounting Height, See 

Architectural Plans for circuiting 
and mounting details.

3

Gardco LED Wall Pack - Small, 16 LED's, 
4000K CCT, TYPE 4 OPTIC

Gardco LED Wall Pack - Small, 16 LED's, 
4000K CCT, TYPE 2 OPTIC

12 Mounting Height, See 
Architectural Plans for circuiting 
and mounting details.

36.83458

Statistics

Description Avg Max Min Max/Min Avg/Min

Parking  Area 5.0 fc
Rear of Building 1.4 fc 3.0 fc 0.7 fc
Dumpster Zone 1.2 fc

Safety

Applicable CofG Code 

Trespass City Streets 1.5 fc

4.3:1 2.0:1

0.9 fc N/A N/A

N/A N/A

NOTES:

A. NO LIGHT ABOUT 90 DEGREES ABOVE HORIZONTAL PLANE AT FIXTURE
HEIGHT.

B. ALL LUMINAIRES ARE FULL CUT-OFF.
C. THE MAXIMUM MOUNTING HEIGHT IS 15' ABOVE FINISH GRADE
D. POLES ARE 20' CONCRETE. THE POLES ARE BURIED 5'.
E. LIGHTS ARE CONTROLLED BY TIME CLOCK AND PHOTOCELL WHICH

WILL BE SHOWN IN THE ARCHITECTURAL PLAN SET.
F. THE LIGHTING DESIGN MEETS THE SPECIFIC ILLUMINATION

REQUIREMENTS FOR PARKING LOT LIGHTING (6.4.4 (C)(2)&(E) AND
IESNA R8-18.

G. ILLUMINATION LEVELS ARE GIVEN IN INITIAL FOOT CANDLES.

Safety

Building Entrance (Sidewalk North) 2.7 fc 4.1 fc 1.8 fc 2.3:1 1.5:1 SEC. 6.4.4 (C)2 & (E) COMPLIANT

N,S,E Property Lines N/A N/A

N/A N/A

2.1 fc 0.5 fc SEC. 6.4.4 (C)2 & (E) COMPLIANT4.2:1 10.0:1

N/A N/AN/A N/A

Criteria

<= 1fc

>= 1 fc 

<= 10 fc max, <=6:1A/M, <=10:1M/M, 1 fc min

.5 fc min, <=5.0 fc max, <=10:1 M/M

.5 fc min

(M/M) (A/M)

<= 5fc

Building Entrance (Sidewalk West) 4.3 fc 5.1 fc 3.0 fc 1.7:1 1.4:1 <= 10 fc max, <=6:1A/M, <=10:1M/M, 1 fc min

NOTES:

A. ALL STREET LIGHT FIXTURES ARE BLACK , WALL PACKS ARE WHITE.
(VERIFY WITH ARCHITECT)

B. USE POLE TOP FITTER FOR TYPES A & B, NO SLIP FITTERS

WILLIAM T. STORMANT,  P.E.  

stormantwt@cox.net

SEAL
ELECTRICAL ENGINEER
5304 NW 173 Street, Alachua, FL 32615

(352) 665-1426
P.E. No.: 44156

LIGHTING PLAN PREPARED BY WILLIAM T. STORMANT, P.E.

SEC. 6.4.4 (C)2 & (E) COMPLIANT

POLES, AND 10" DIAM. SECONDARY ENCLOSURES AS SHOWN ON THE DRAWINGS.
CONTRACTOR SHALL  FURNISH AND INSTALL ALL POLE MOUNTED LIGHT FIXTURES,

with lid and stainless steel bolts.

Finished grade

10" Diameter PULLBOX Pen-Cell Plastic Type PE-10HDH

STREETLIGHT DETAIL (TYP.)

3"

1 1/4" PVC

Warning tape 18
"

NOTE:

24
" m

in

NOT TO SCALE

HANDHOLE WITH PLATE. PROVIDE TERMINATIONS AND TAP
FUSES AS REQUIRED BY NATIONAL ELECTRICAL CODE. GROUND

3#8 CU THWN-2

15'  POLE

 POLE TO GROUND RODS

3#12 CU THWN-2
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WILLIAM T. STORMANT,  P.E.  

stormantwt@cox.net

SEAL
ELECTRICAL ENGINEER
5304 NW 173 Street, Alachua, FL 32615

(352) 665-1426
P.E. No.: 44156

LIGHTING PLAN PREPARED BY WILLIAM T. STORMANT, P.E.

ELECTRICAL UTILITIES LEGEND

EXISTING PRIMARY SECTIONALIZING CABINET 

3-1/0 P

VOLTAGE LOOP - WILL BE SOURCE FOR OUT PARCELS.

3-1/0 AL UTILITY PRIMARY CABLE IN 4" PVC AT 48" MIN. COVER

3 ɸ TRANSFORMER ON CONCRETE PAD

SC

SMALL BURIED WIRE ENCLOSURE,  APPROXIMATELY10" DIA. X 19" DEEP. (TYPICALLY
FOR STREETLIGHTING FEEDS - INCLUDED BUT NOT SHOWN ON ALL LIGHTS)10"

#8

SEE LIGHTING DETAIL SHEET FOR LIGHTING LEGEND FOR LUMINAIRE DESCRIPTION AND SPECS.

2 #8 AND #8 CU EGC SECONDARY CONDUCTORS IN 1.25"AT 36" MIN. OR
AS CODE ALLOWS FOR PRIVATE LIGHTING

3-500 S 4-500KMCIL COPPER IN 4" PVC CONDUIT SECONDARY SERVICE AT 36"
MIN. COVER - VERIFY SIZE WITH ARCHITECTURAL PLANS
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WILLIAM T. STORMANT,  P.E.  

stormantwt@cox.net

SEAL
ELECTRICAL ENGINEER
5304 NW 173 Street, Alachua, FL 32615

(352) 665-1426
P.E. No.: 44156

LIGHTING PLAN PREPARED BY WILLIAM T. STORMANT, P.E.

2.1. UNDERGROUND 15 KV 3-1/0 AWG AL, 19 STRAND, JACKETED  PRIMARY CABLE SHALL HAVE STRAND FILLED CENTRAL 
CONDUCTOR, SEMI-CONDUCTING CONDUCTOR SHIELD, 175 MIL VIRGIN TREE RETARDANT CROSS-LINKED 
POLYETHYLENE INSULATION, BLACK CROSS-LINKED POLYETHYLENE SHIELD, FULL CONCENTRIC CU NEUTRAL, WITH 
INSULATING, BLACK LINEAR LOW DENSITY POLYETHYLENE JACKET EXTRUDED OVER THE NEUTRAL. APPROVED 
MANUFACTURERS ARE HENDRIX, PIRELLI, PRYSMIAN AND SOUTHWIRE. COA PROCURED.

2.3. THE LOAD BREAK ELBOWS AND T HOUSINGS SHALL HAVE EPDM RUBBER INSULATION. VERIFY CABLE DIMENSIONS FOR 
APPLICABILITY. APPROVED MANUFACTURERS ARE ELASTIMOLD, COOPER POWER SYSTEMS, AND RTE. COA PROCURED.

2.5. SECONDARY CABLES SHALL BE TERMINATED WITHIN THE TRANSFORMERS ON SPADE TYPE TRANSFORMER 
TERMINALS WITHIN THREE PHASE TRANSFORMERS. APPROVED MANUFACTURERS UTILCO, CMC, ESP AND PREFORMED LINE PRODUCTS.

2.6.NOT USED

SPECIFICATIONS:

DECISION ON HOW TO PRECEED.
COST TO THE CONTRACT. IN CASE OF DISPUTE, THE ENGINEER WILL RENDER A
HAVING JURISDICTION, WILL BE MADE BY THE CONTRACTOR AT NO ADDITIONAL
TO FIELD CONDITIONS, TO FIT WORK OF OTHER TRADES, OR TO RULES OF BODIES
CHANGES FROM THE DRAWINGS THAT ARE NECESSARY TO MAKE WORK CONFORM

BY ADDENDUM WHEN NECESSARY. INTERPRETATION OF THE DRAWINGS WILL BE BY
ENGINEER PRIOR TO SUBMITTING A BID. THE ENGINEER WILL ISSUE INSTRUCTIONS
DISCREPANCIES DISCOVERED DURING THE BID PROCESS SHALL BE REFERRED TO THE

CONTRACTOR AS DIRECTED BY THE ENGINEER AND AS REQUIRED BY FIELD CONDITIONS.
CONDUIT SYSTEM AND WORK OF OTHER TRADES SHALL BE COORDINATED BY THE
AS PRACTICAL IN PERFORMING THE WORK. DISCREPANCIES BETWEEN THE ELECTRICAL
INTERFERENCE WITH SURROUNDS. THE DRAWINGS SHALL BE FOLLOWED AS CLOSELY
EXAMINE ALL DRAWINGS FOR COORDINATION AND ALLOCATION OF SPACE AND AVOID

FURNISHED AND INSTALLED BY THE CONTRACTOR.
BUT IT IS INTENDED THAT ALL ACCESSORIES REQUIRED FOR A COMPLETE SYSTEM BE
AND ALL ACCESSORIES REQUIRED AT EACH LOCATION FOR THE EXECUTION OF THE WORK,
PADS OR BASES, AND THE LIKE. IT IS NOT INTENDED TO SHOW IN MINUTE DETAIL EVERY
OF THE WORK, INDICATE THE GENERAL LOCATION AND ARRANGEMENT OF CONDUIT AND
THE DRAWINGS ARE IN PART DIAGRAMMATIC AND ARE INTENDED TO CONVEY THE SCOPE

TYPICAL CONDUIT TRENCH DETAIL

THE ENGINEER.

WARNING TAPE SHALL BE RED WITH CONTINUOUS BLACK MARKINGS
"CAUTION CAUTION - CITY OF ALACHUA - ELECTRIC LINE BURIED BELOW
SHALL BE ALLENSYSTEM "MARKLINE" OR EQUAL REEFINDUSTRIES OR

24" MIN.
THORENTERPRISES.

COMMUNICATIONS OR SECONDARY CONDUIT

    PRIMARY CONDUIT 48" MIN. COVER

36" MIN. COVER

FINISHED GRADE

MARKING TAPE
18" COVER

NOT TO SCALE

B SIDE OF TRANSFORMER. - SHALL BE SEL 3BCRB0200IR. NOT APPLICABLE. COA PROCURED.
2.9. ALL TRANSFORMERS SHALL HAVE SCHWEITZER ENGINEERING LABORATORIES (SEL) 3 PHASE FAULT INDICATORS INSTALLED ON 

2.4. THREE PHASE PAD MOUNTED TRANSFORMER SHALL BE DEAD FRONT, LOOP FEED CAPABILITY, HIGH VOLTAGE 
12470 GRD Y 7200 VOLTS, LOW VOLTAGE 208 GRD Y/120 VOLT, 95 KV BIL, COMPARTMENTAL TYPE, RATINGS BASED ON 65 
DEGREE C WINDING RISE, HIGH GRADE, COLD REDUCED, GRAIN ORIENTED SILICON STEEL CORE, 8.3/14.4 KV CLASS 
BUSHING WELLS AND LOAD BREAK INSERTS, LOW VOLTAGE  TERMINALS SHALL BE STUD TYPE, TANK SHALL BE SEALED AND 
FURNISHED COMPLETE WITH PCB FREE DIELECTRIC OIL, AND DOORS SHALL BE PAD LOCKABLE. TRANSFORMERS 
SHALL BE PROTECTED WITH A BAYONET FUSE. SHALL BE EQUIPPED WITH A PRESSURE RELIEF DEVICE. TRANSFORMER.  
SHALL MEET OR EXCEED THE JANUARY 1, 2010 D.O.E. EFFICIENCY LEVELS FOR LIQUID FILLED TRANSFORMERS.
TRANSFORMERS WILL BE MOUNTED ON A WINDOWED, CONTRACTOR PROVIDED,  POURED IN PLACE 
TRANSFORMER PAD AS SHOWN IN THE DETAILS. TRANSFORMER IS SIZED AS SHOWN AND IS COA PROCURED.
PLEASE COORDINATE WITH COA FOR A DETAILED TRANSFORMER SPECIFICATION.

2.10. SEE LIGHTING SCHEDULE FOR STREET LIGHT FIXTURE AND POLE SPECIFICATIONS.

2.8. PROVIDE  PARKING STAND ARRESTORS TO BE INSTALLED AT EACH OPEN POINT AND ELBOW ARRESTORS AT END POINT. APPROVED 
MANUFACTURER IS ELASTIMOLD. COA PROCURED.

ELECTRICAL UTILITIES LEGEND

SMALL BURIED WIRE ENCLOSURE,  APPROXIMATELY10" DIA. X 19" DEEP. (TYPICALLY

EXISTING PRIMARY SECTIONALIZING CABINET 

FOR STREETLIGHTING FEEDS - INCLUDED BUT NOT SHOWN ON ALL LIGHTS)10"

GENERAL NOTES:

3-1/0 P

#8

VOLTAGE LOOP - WILL BE SOURCE FOR OUT PARCELS.

SEE LIGHTING DETAIL SHEET FOR LIGHTING LEGEND FOR LUMINAIRE DESCRIPTION AND SPECS.

(2", 4" & 6" CONDUIT)

3-1/0 AL UTILITY PRIMARY CABLE IN 4" PVC AT 48" MIN. COVER

2 #8 AND #8 CU EGC SECONDARY CONDUCTORS IN 1.25"AT 36" MIN. OR
AS CODE ALLOWS FOR PRIVATE LIGHTING

2. MATERIALS AND EQUIPMENT SHALL BE NEW AND SUITABLE FOR THE PURPOSE INTENDED. CUT SHEETS SHALL BE
SUBMITTED TO THE ENGINEER OF RECORD AND THE ELECTRIC DEPARTMENT PRIOR TO ORDERING FOR
APPROVAL.CONTRACTOR IS RESPONSIBLE FOR PROCURING AND INSTALLING: CONDUITS, POLES, LUMINARIES. ALL
SECONDARY VOLTAGE CABLES AND CONNECTORS, SECTIONALIZING CABNETS, SWITCHGEAR BASES AND COVERS,
UNDERGROUND JUNCTION BOXES AND BURIED WIRE ENCLOSURES AND AL OTHER ITEMS REQUIRED FOR COMPLETE
OPERATING SYSTEMS.
.

2.7. PVC CONDUIT SHALL BE SCHEDULE 40, HEAVY WALL, RATED FOR 90C. CABLE, UL LISTED IN 10 OR 20 FOOT LENGTHS WITH INTEGRAL BELLS.
ALL 6" ELBOWS SHALL BE FIBERGLASS WITH 48" RADIUS WITH APPROPRIATE TRANSITION FITTINGS.  ALL OTHER ELBOWS SHALL BE PVC
SCHEDULE 40 WITH LONG RADIUS SWEEPS.

3 ɸ TRANSFORMER ON CONCRETE PAD

1. SCOPE OF PROJECT - THE WORK SHALL INCLUDE (BUT NOT BE LIMITED TO) THE FOLLOWING COMPLETE (AND
OPERATING) SYSTEMS AND AS SHOWN ON THE DRAWINGS AND SPECIFIED HEREIN FOR A ON-SITE COA ELECTRICAL
PRIMARY VOLTAGE DISTRIBUTION SYSTEM INCLUDING A 3 PHASE -1/0 URD LOOP AND A PRIVATE LIGHTING SYSTEMS. THE
BREAK OUT IS DETAILED BELOW.

1.1 SCOPE OF COA ELECTRICAL WORK: AT NO COST TO THE CITY, THE COA WILL PERFORM CERTAIN WORK ELEMENTS TO
ASSIST THE CONTRACTOR IN PROVIDING COMPLETE AND OPERATING ELECTRICAL SYSTEMS AS SHOWN ON THE DRAWINGS
AND SPEIFIED HEREIN.

1.2 THE WORK TO EXTEND THE SERVICE AND TO PROVIDE THE TRANSFORMER SHALL BE A JOINT EFFORT BETWEEN THE
CONTRACTOR AND COA.

1.3 THE CONTRACTOR SHALL BE FULLY RESPONSIBLE FOR ALL ELECTRICAL WORK REQUIRED TO PROVIDE SECONDARY
LOAD-SIDE SERVICE FROM THE TRANSFORMER INCLUDING THE PRIVATE LIGHTING SYSTEM.

1.4 COA WILL ORDER THE FOLLOWING PRODUCTS, WHICH WILL BE PAID FOR BY THE CONTRACTOR: ALL PRIMARY CABLES,
ALL TRANSFORMERS, AND ALL MAKEUP MATERIALS. ONCE ON SITE, THESE PRODUCTS WILL BE INSTALL BY COA. ALL
PRIMARY MAKE UP, CONNECTIONS AND TESTING WILL BE COMPLETED BY COA. ALL WORK PERFORMED BY COA WILL BE
BACK CHARGED TO THE CONTRACTOR.

1.5 THE CONTRACTOR SHALL FURNISH AND INSTALL ALL OTHER MATERIALS, INCLUDING BUT NOT LIMITED TO ALL CONDUIT,
ENCLOSURES, POLES, LUMINAIRES, TRANSFORMER PADS AND SWITCHGEAR BASES AS NEEDED FOR THE UTILITY SYSTEM.

1.6 THE CONTRACTOR SHALL SCHEDULE AN ELECTRICAL COORDINATION MEETING AT START OF PROJECT. REQUIRED
ATTENDEES INCLUDE THE CONTRACTOR, THE ELECTRICAL SUB-CONTRACTOR, THE ENGINEER OF RECORD, THE COA
PROJECT MANAGER AND COA ELECTRICAL STAFF.

1.7 PROVIDE ALL WIRING, CONDUIT, POLES, LUMINAIRES, BASES AND EQUIPMENT TO INSTALL A COMPLETE AND OPERATING
PRIVATE LIGHTING SYSTEM. CONTRACTOR'S RESPONSIBILITY TO ADD PULL BOXES AS NEEDED. TO MEET CODE.

1.8 PRIVATE LIGHTING SYSTEM WILL BE SERVED AND CONTROLLED FROM THE BUILDING ELECTRICAL ROOM AS SHOWN ON
THE BUILDING ELECTRICAL (MEP) PLANS AND IS NOT A PART OF THIS PLAN. COORDINATED CABLE BUILDING ENTRY WITH
MEP PLANS.

1.9 ALL UTILITY SYSTEM CONSTRUCTION SHALL BE IN COMPLIANCE WITH THE REQUIREMENTS FOR THIS TYPE FACILITY AND
MEET CITY OF ALACHUA UTILITIES POLICIES AND PRACTICES.

1.10  "PROVIDE" SHALL MEAN FURNISH, INSTALL, CONNECT, ADJUST, AND TEST EXCEPT WHERE NOTED.

2.2. UNDERGROUND PRIVATE LIGHTING SECONDARY CABLES SHALL COPPER WITH THHN OR THWN-2 INSULATION WITH 
COLORATION TO MEET THE NATIONAL ELECTRICAL REQUIREMENTS.

          THE WORK SHALL COMPLY WITH ALL LEGALLY REQUIRED CODES AND STANDARDS, INCLUDING:
NFPA 70, NATIONAL ELECTRICAL CODE LATEST EDITION
NECA STANDARD OF INSTALLATION.

CITY OF ALACHUA UTILITY STANDARDS AND POLICIES.
UNDERWRITER'S LABORATORY STANDARDS (UL).

OTHER APPLICABLE CODES AND STANDARDS THAT APPLY TO THIS TYPE OF CONSTRUCTION.

NFPA 72 LATEST ADOPTED REVISION
FLORIDA BUILDING CODE LATEST REVISIONS.
NFPA 101 LATEST ADOPTED REVISION
ADA LATEST ADOPTED REVISION 

CITY OF ALACHUA CODE OF ORDINANCES
ILLUMINATION ENGINEERING SOCIENTY HANDBOOK 10TH EDITION
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